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T [ [ AIR DISTRIBUTION DEVICE SCHEDULE
AESIGNATION CEM BALANCED | BALANCED GPM
CFM CFM (1)=SIZES ARE BY THIS SCHEDULE UNLESS NOTED OTHERWISE. (4)=REFER TO SYMBOLS LEGEND FOR IDENTIFICATION OF 12" x 12" AND (8)=SCHEDULE IS APPLICABLE FOR BOTH LAY-IN AND
24" x 24" FACE AIR DEVICES. SURFACE MOUNTED AIR DEVICES.
AC3-1 225 190 95 0.5 (2)=CEILING DIFFUSERS ARE 4-WAY THROW UNLESS NOTED AS 3
OR 2-WAY, PROVIDE BLANK OFF AS SPECIFIED. INCREASE NECK (5)=ALL DIFFUSERS, GRILLES & REGISTERS SHALL HAVE O.B.D.'S WHEN (9)=AIR DEVICE FRAME STYLE SHALL MATCH THE CEILING
SIZE ONE STEP FOR 2-WAY THROW. TAPS ARE MOUNTED ABOVE NON-ACCESSIBLE CEILINGS. TYPE. COORDINATE WITH ARCHITECTURAL REFLECTED
AC3-2 225 140 70 0.4 CEILING PLAN.
(3)=REFER TO SPECIFICATION SECTION 233300 AND PLANS FOR (6)=BRANCH DUCT SIZES ARE BY THIS SCHEDULE UNLESS NOTED
AC3-3 225 160 80 0.4 TYPES OF AIR DEVICES USED. OTHERWISE.
(7)=ALL VISIBLE SURFACES OF THE RETURN/EXHAUST PLENUM AND
AC3-4 225 160 80 0.4 DUCT CONNECTION SHALL BE PAINTED FLAT BLACK.
AC3-5 225 160 80 0.4 24" x 24" LOUVERED FACE DIFFUSERS (SUPPLY) 24" x 24" - 1/2 " EGG CRATE RETURN/EXHAUST REGISTERS & GRILLES SIDEWALL SUPPLY, RETURN, OR EXHAUST REGISTERS
BRANCH DUCT SIZE BRANCH DUCT SIZE
AC3-6 225 160 80 0.4
CFM RANGE NECK SIZE CFM RANGE NECK SIZE CFM RANGE DNUSCTéNS(?Z“”é'?%L
RECTANGULAR ROUND
AC3-7 295 160 80 0.4 RECTANGULAR ROUND
AC3-8 650 625 625 30 UP TO 120 8" x 6" 6" 6" 0 TO 80 8" x 6" 6" 22" x 22" UP TO 120 6" x 6"
AC3-9 300 370 185 06 121 TO 210 10" x 6" 8" 8" 81TO 160 10" x 6" 8" 22" x 22" 121 TO 240 10" x 6"
AC3-10 390 260 260 0.9 21170330 12"x 8" 10" 10" 161 TO 300 12" x 8" 10" 22" x 22" 2417T0 300 12" x 6"
AC3-11 390 285 145 0.7 331 TO 470 14" x 8" 12" 12" 301 TO 470 14" x 10" 12" 22" x 22" 301 TO 400 12" x 8"
AC3-12 390 285 145 07 471 TO 640 16" x 10" 14" 14" 47170 640 16" x 10" 14" 22" x 22" 401 TO 500 12" x 10"
AC3-13 390 285 145 0.7 S41TOTTO 2073 10" '"' 22 X2z so1TO 820 18"x 10"
AC3-14 390 285 145 0.7 77170 950 20"x 12" - 22" x 22" 621 TO 780 18" x 12"
AC3-15 390 285 145 0.7 95170 1200 20" x 14" — 22" x 22"
AC3-16 390 285 145 07 12" x 12" LOUVERED FACE DIFFUSERS (SUPPLY) 12" x 12" - 1/2" EGG CRATE RETURN/EXHAUST REGISTERS & GRILLES
AC3-17 390 285 145 0.7 UP TO 120 8"x6 6" 8" 070 80 8"x 6" 6" 10" x 10"
AC3-18 390 285 145 0.7 121 TO 180 10" x 6" g" 8" 81 TO 160 10" x 6" 8 10" x 10"
AC3-19 390 85 145 07 24" x 12" - 1/2" EGG CRATE RETURN/EXHAUST REGISTERS & GRILLES
AC3-20 390 260 130 07 0TO 80 8" x 6" 6" 22"x 10"
AC3-21 390 260 130 0.7 81 TO 160 10" x 6" 8" 22" x 10"
AC3-22 650 420 210 1.0 165 TO 300 12" x 8" 10" 22" x 10"
AC3-23 390 300 150 0.7 305 TO 470 14" x 10" 12" 22" x 10"
AC3-24 225 220 110 0.4
AC3-25 650 450 225 1.1
AC3-26 390 310 310 1.0
AC3-27 390 375 375 1.2
AC3-28 650 480 240 0.8
AC3-29 225 195 100 0.4
AC3-30 650 530 265 0.9
AC3-31 225 75 50 0.4
AC3-32 390 230 230 0.8
AC3-33 225 75 50 0.4
AC3-34 225 200 100 0.4
AC3-35 390 270 135 0.4
AC3-36 225 195 100 0.4
AC3-37 225 100 50 0.4
AC3-38 225 195 100 0.4
AC3-39 225 195 100 0.4
AC3-40 390 265 135 0.4
AC3-41 225 75 50 0.4
AC3-42 225 75 50 0.4
AC3-43 225 75 50 0.4
AC3-44 225 75 50 0.4
AC3-45 225 115 70 0.4
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